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Two versions of 1-minute air temperature data recorded at Bureau Automatic 

Weather Stations are compared in three case studies. The aim was to evaluate the 

difference between 1-minute data represented by a measurement at the last second 

of each minute, compared with an average of four or five 1-second measurements 

made during the minute. Frequency distributions of the difference between these 

two values were produced for 44,000 minutes in three monthly datasets, January 

and July 2016 and September 2017. Diurnal and seasonal changes in standard 

deviation of the temperature differences show that minute-to-minute fluctuations 

are driven by solar irradiance as source of turbulent kinetic energy in the planetary 

boundary layer. Fluctuations in the difference between the two versions of 1-mi-

nute data were so small overnight in all months that minimum temperature,  Tmin, 

was the same using both methods. In midsummer any difference between the two 

values for maximum temperature, Tmax, was greatest at midday. Tmax could be up 

by 0.1 K higher in the 1-second data compared with Tmax averaged from four 

measurements in the minute, but less often than one minute in five. A follow-up 

test for September 2017 at Mildura when a new Tmax record was set found the 

difference immaterial, with Tmax the same for the averaged or 1-second values. 

Thus while the two versions of 1-minute air T data show fluctuating small differ-

ences, largest at midday in summer, for the three months studied at both sites 

fluctuations were too small to cause bias in climatological air temperature records. 

This accords with a numerical experiment confirming the Bureau’s advice that 

thermal inertia in the AWS measurement systems ensures its 1-second data rep-

resent averages over the prior 40-80 seconds, providing a 1-minute average of air 

temperature in accord with World Meteorological Organization requirements. 

1. Introduction 

Recent public interest in the temperature measurement methodologies employed by the Bureau of Meteorology has focussed 

on the use of the temperature value measured in the last second of each minute as the value representing that minute. The 

Bureau has explained this as reasonable since Automatic Weather Station (AWS) temperature systems have a response time 

that means each measurement is not instantaneous, but an average smoothed over 40 to 80 seconds (BoM, 2017). To explore 

whether there could be a difference between recording just the last second of the minute vs an average over several meas-

urements in the minute, three case studies using empirical analysis of AWS records were undertaken. 

2. Context 

Measurement of surface air temperature and other meteorological variables in almost two hundred meteorological services 

worldwide is informed by a long history of work on measurement practices overseen by the World Meteorological Organi-

zation (WMO). The latest Guide to Meteorological Instruments and Methods of Observation was published in 2014 (WMO, 

2014). Guidance for surface air temperature measurements is provided in a number of places: Section 2.1.3.3 in Part I of the 

Guide (page 65), in Chapter 1 of Part 2 (pages 526-552), with Operational Measurement Uncertainty Requirements and 

Instrument Performance summarised for all parameters in Annex 1.E (starting on page 49). 
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The guidance for air temperature measurements is summarised as follows: Reported resolution, 0.1K; Sensor time-constant, 

20s; Output averaging time, 1 minute; Achievable measurement uncertainty 0.2K; with the overall context given as “Achiev-

able uncertainty and effective time-constant may be affected by the design of the thermometer solar radiation screen. Time 

constant depends on the airflow over the sensor” (WMO, 2014, page 49). 

The rationale behind the guidance regarding both the time constant and output averaging time is explained in a number of 

locations in the document. For example on page 540 Section 1.3.2.4 entitled Instantaneous meteorological values contains 

the statements “The natural small-scale variability of the atmosphere, the introduction of noise into the measurement process 

by electronic devices and, in particular, the use of sensors with short time-constants make averaging a most desirable pro-

cess for reducing the uncertainty of reported data. . . . atmospheric pressure, air temperature, air humidity, sea-surface 

temperature, visibility, among others, be reported as 1 to 10 min averages . . . . These averaged values are to be considered 

as the “instantaneous” values of meteorological variables for use in most operational applications and should not be con-

fused with the raw instantaneous sensor samples or the mean values over longer periods of time required from some appli-

cations. One-minute averages, as far as applicable, are suggested for most variables as suitable instantaneous values” 

(emphasis added here). 

It is clear from the sentence above that the final objective of the guidance is production of one minute measured data that 

are free from excessive high frequency fluctuations possible at the 1 Hz sampling rates typical of an AWS. Two approaches 

are suggested in the Guide: use of a 20s e-folding time constant in the measurement system and calculation of one-minute 

averages that automatically provide the recommended “instantaneous” data record at 1 minute resolution.  However, no 

specific method of averaging or combination of response time and averaging is mandated. 

It is instructive to review practices by which other meteorological services produce their 1-minute “instantaneous” values 

of air temperature. The US National Weather service has measurement system specifications of a 25s time constant, with 

uncertainty of ±1% at 95% confidence at 50°F, and ±2% at 90% confidence at 120°F. Current air temperature, minimum air 

temperature and maximum air temperature are reported at 1 minute intervals based on 15s averaging (NWS, 2014). 

The United Kingdom Meteorological Office (UKMO) takes a different approach based on taking four observations per 

minute: “Measurements taken every 15 seconds are averaged to provide the underlying 1 minute data. Maximum and mini-

mum temperatures are defined as the extreme 1 minute values during the relevant period. Daily maximum and minimum 

temperatures normally refer a 24-hour period 0900 UTC to 0900 UTC” (UKMO, 2014).  

As in other countries, the Bureau of Meteorology AWS systems measure air temperature, T, at 1 Hz, but utilise a different 

method again to ensure the recommended data averaging/smoothing to produce 1-minute data: “The air temperature fluctu-

ates frequently on the scale of seconds. By using a sensor which has a longer response time than the fluctuations of the air 

temperature, the sensor “averages” these fluctuations. Both the mercury-in-glass thermometers, and the electronic sensors, 

are housed within a Stevenson Screen. The time taken for air to be exchanged from the outside environment to within the 

screen provides a further time integration for the measurement of the ambient air temperature. The response time of the 

sensor used in the Bureau AWSs is as long or longer than the changes in the temperature of the air it is measuring. This 

means that each one second temperature value is not an instantaneous measurement of the air temperature but an average 

of the previous 40 to 80 seconds” (BoM, 2017). The measurements averaged in this way are logged as 1-minute data using 

the value for the final second in each minute for the mean air temperature of that minute, the highest value during the minute 

for Tmax and the lowest value during the minute for Tmin in that minute. 

It is evident that each of these three meteorological agencies aims to meet the WMO Guide objective of air T measurements 

at 1 minute resolution averaged in a manner to exclude instantaneous, un-smoothed, high frequency (1 Hz) fluctuations or 

noise, but that each agency approaches that objective in its own way. Given that one objective of the Guide with regard to 

air temperature is to ensure consistency between different measurement methods, especially liquid-in-glass thermometers 

and the platinum resistance thermometers used in AWSs, and given that each of these agencies uses both measurement 

systems in its network and has satisfied itself of the comparability of its measurements in these two ways, it seems reasonable 

to conclude that there is not a single canonical way to achieve the WMO objectives but that these can be met in multiple 

ways. That, almost certainly, is why the Guide does not mandate a single approach. 

In this work the Bureau’s approach to temperature measurements at AWS sites is reviewed in three short case studies, two 

at one site one at another. The aim is to explore whether a change in the form of 1-minute averaging affects 1-minute data. 
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3. Analytical Method 

3.1 Calculation of a Five-Value Air T average 

The first of several simple numerical experiments carried out here focuses on the air temperature value at the last second of 

the minute, which is the value recorded by the Bureau as its 1-minute air temperature datum from an AWS site. For com-

parison with that value an alternative value is calculated by averaging five one second values that span a interval of approx-

imately one minute centred on that last second. Figure 1 depicts schematically the method by which a five-value average 

was constructed, even though individual 1-second values throughout each minute are not logged. 

 

 

 

 

Figure 1       Schematic depicting the five 1-second air T measurements averaged for 

comparison with the value from the last second of each minute, the central T59i value. 

The method uses the values for Tmin and Tmax in each minute that are logged by the Bureau along with the air temperature at 

the last second of the minute. Figure 1 depicts a small slice of the air T time series for minutes i-1, i, and i+1 with those 

three 1-second values from each minute shown. T59 is the value at the last second of the minute while Tmin and Tmax represent 

the lowest and highest 1-second values measured during the minute. Although the location in time of the Tmin and Tmax values 

on either side of any value of T59 is unknown, on average these will reflect the mid-point of the adjacent minutes. Moreover, 

by using an average symmetrical in time about T59 this will cancel out, on average, any secular trend in temperature from 

minutes i-1 to i+1 when comparing the five-value average with T59.  

3.2 Case 1: Wagga Wagga (Station 072150) January 2016 

For this case study the Bureau’s meteorological station at Wagga Wagga, NSW was chosen as a site representing a conti-

nental, mid-latitude location with a significant temperature range, from hot in summer to cool and cold in winter. One minute 

data covering the mid-summer month of January 2016 were analysed first, with the 5-value mean of air temperature calcu-

lated as noted above, then subtracted from its central T59 value to yield for each minute the difference, Δ, between T59 and 

the alternative 5-value average.  Figure 2 depicts the frequency distribution of the more than 44,000 one-minute Δ data points 

produced. 

 

 

 

 

 

 

Figure 2       Wagga Wagga January 2016. Frequency distribution of Δ, the difference 

between T59 and the 5-value T mean centred on T59, for Δ bins of width 0.02K. 
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The distribution is clearly not a Gaussian or normal distribution which might be anticipated if the difference, Δ, simply 

reflected random error. In fact the distribution is reasonably well approximated by a log-linear relationship, in which log of 

frequency is proportional to a  ±Δ, as shown in Figure 3. This is not unexpected, as will be discussed later. 

 

 

 

 

 

 

 

Figure 3       Frequency distribution from Figure 2, with frequency plotted logarith-

mically. The fitted lines have slope values of +12 and -11. 

 

3.3 Case 2: Wagga Wagga (Station 072150) July 2016 

A comparable analysis for Wagga Wagga for the mid-winter month of July 2016 is presented in Figures 4 and 5.  It shows 

a comparable, though significantly narrower pdf for the 44,000 values of Δ calculated for July 2016, compared with the 

values calculated for January (Figure 2), which translates to approximately double the size of the log(frequency) exponents 

derived from Figure 5 in comparison with the exponents derived for July from Figure 3. 

 

 

 

 

 

 

 

 

 

 
 

Figure 4       Wagga Wagga July 2016. Frequency distribution of Δ, the difference 

between T59 and the 5-value T mean centred on T59, for Δ bins of width 0.02K. 
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Figure 5       Frequency distribution from Figure 4, with frequency plotted logarith-

mically. The fitted lines have slope values of +27 and -21. 

 

3.4 Statistical Properties of Δ 

Before moving on to consider any implications for T measurement of the difference, Δ, between representation of 1 minute 

“instantaneous” data by T59 compared with the five-value average (Figure 1), it is useful to consider the statistical character 

of Δ.  

First, it is worth noting that although T59 is quantised to 0.1K resolution, Δ, composed of an average of five such numbers, 

is quantised to one fifth that value or 0.02K resolution, which is advantageous as it yields a smoother probability distribution 

function at that resolution over just a few tenths of a K (Figures 2 and 4). 

Second, the non-Gaussian, power-law form of Δ evident from Figures 3 and 5 suggests that Δ represents temperature fluc-

tuations driven by atmospheric turbulence, rather than random noise such as instrument noise. Under the right conditions of 

turbulence structure and intermittency temperature fluctuations having this form have been studied in the time domain at a 

single point, for example see Shralman and Siggia (2000). They are also found in the space domain through two-point equal-

time studies of atmospheric T fluctuations such as in the work of Frola et al. (2014). Figure 6 reproduces figures from those 

works showing examples of measured temperature frequency distributions exhibiting a form akin to that found here in Fig-

ures 3 and 5 above. 

 

 

 

 

 

 

Figure 6       Reproduction of Figure 1a from Shralman and Siggia (2000) depicting wind tunnel results for the pdf 

of temperature fluctuations at one location (red line), and from Figure 6 of Costa Frola et al.(2014) who used a 

meteorological mast in the Po Valley to study two-point statistics of thermal fluctuations in the planetary boundary 

layer between two sensors, which tend logarithmic as point separation becomes close (red line). 
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Third, it was suggested in Section 3.1 that calculation of a 5-value average T centred on the last second of the minute, T59, 

should lead to an unbiased estimate with respect to T59 irrespective of any small secular trend in T across adjacent minutes. 

To check for bias, mean and median values of Δ were calculated for the full 1-second datasets from January and July at 

Wagga Wagga. There was no indication of significant bias, with the January mean and median values for Δ being -0.001K 

and 0.000K, and the July values -0.0005K and 0.0000K respectively. To check for any evidence of secular trend the 44,000 

values of Δ for each month were tested for correlation with the difference between T59i+1 and T59i-1 that would define any 

trend across the two minute interval centred on T59i. Coefficient of determination values of 0.00013 and 0.00016 were found 

respectively for the January and July datasets. 

Fourth, given the second point above that Δ exhibits statistical characteristics having a form consistent with that of scalar 

turbulence fields in the planetary boundary layer, and it is well known that turbulent kinetic energy in the boundary layer is 

driven by the diurnal cycle in solar heating (e.g. Svensson et al., 2011, see their Figure 8) the two monthly Δ datasets were  

investigated for diurnally-driven and seasonally-driven behaviour.  

The first test was by visual inspection of each time series over the 31 days of each of the two months, which revealed strong 

visual evidence in the summer (January) dataset of enhanced Δ variability during daylight hours, and a very much weaker, 

but still discernible increase in daytime variability of Δ in the winter (July) month. These results are illustrated by the 24 

hour time series of the 1-minute Δ data for 17th of January and 14th of July presented in Figure 7. 

Given this initial evidence the monthly data were sorted into 24 subsets, one for each hour in the day. The standard deviation 

of Δ for each 60 minutes was calculated, then plotted against hour to reveal the diurnal cycle in variability (Figure 8).  

Figure 7       Time series of 1-minute Δ data covering a full 24 

hour period from 00:00 to 23:59 for 17 January 2016 (left) and 14 July 2016 (right) for the Wagg Wagga AWS site. 

 

 

 

 

 

 

 

 

Figure 8       Standard deviation of Δ by hour for January 2016 (left) and July 2016 (right) at the Wagga 

Wagga AWS site.  The thin dotted line is the theoretical clear-sky solar irradiance to a flat surface at 

Wagga Wagga for the middle day of each month scaled arbitrarily for comparison with the standard 

deviation data. The theoretical solar irradiance data were obtained with the SOLPOS calculator from 

the US National Renewable Energy Laboratory: https://midcdmz.nrel.gov/solpos/solpos.html  

Figure 8 also contains diurnal plots of theoretical clear-sky solar irradiance onto a horizontal surface at Wagga Wagga for 

the middle day in each month. The evidence from Figures 7 and 8 is compelling: Δ has a distinct diurnal cycle in variability 

that is well explained as being driven by the diurnal cycle in turbulent kinetic energy in the planetary boundary layer having 

its origin in the diurnal (and seasonal) cycle in solar irradiance at Wagga Wagga. The fact that the overnight values of hourly 

https://midcdmz.nrel.gov/solpos/solpos.html
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standard deviation in Δ are virtually the same in summer and winter and constant near a value of 0.02K is consistent with a 

comment made earlier than like T, Δ is quantised, but in this case to a lower limit of 0.02K rather than 0.1K.  

These considerations suggest that there is physically reasonable information content in the derived variable Δ, which is 

calculated as the the difference between the one-second air T value logged by the AWS at the final second each minute and 

an average value of T for that same second based on that same T59 value combined with the two Tmin and two Tmax values 

also logged in the two minutes within which T59 sits as the central value.  However, as detailed in the next section one 

additional test was undertaken to confirm this conclusion. 

3.5 Synthetic Data Test - Gaussian Deviates 

The logarithmic pdf of temperature fluctuations observed by Costa Frola et al. (2014) (see Figure 6 above) was found by the 

authors to be consistent over more than 12 months of continuous, 24 hour observations. Its analysis led them to state that 

“The first point arising from our analysis is that the PDFs of temperature fluctuations are strongly non-gaussian” (top of 

their page 105). To test this conclusion a synthetic data set of 2,678,400 data points was constructed representing a month 

of continuous, 24 hour one second observations.. Each point was drawn randomly from a Gaussian distribution having zero 

mean and standard deviation of 0.08, approximating the noontime observed value for the standard deviation of Δ in January 

2016 (Figure 8). The minimum, maximum and final value of these Gaussian deviates within each set of 60 data points were 

then selected to yield a synthetic 1 minute dataset mimicking Tmin, Tmax and T59. This data set was processed exactly as for 

the January/July 2016 datasets from Wagga Wagga to yield the properties of Δ that would result from Gaussian random 

measurement error or “noise”. 

Figure 9 shows the time series of Δ over a synthetic 24 hour period. Visually it is comparable with the daytime January 

series in Figure 7. Figure 10 shows the frequency distribution in linear form as for Figures 2 and 4, while Figure 11 shows 

it in logarithmic form as for Figures 3 and 5. Consistent with Costa Frola et al., this test shows that Δ derived from the 

observed 1-minute AWS data cannot be attributed to Gaussian error or noise, supporting the conclusion in the section above 

that variability in Δ arises from real air temperature fluctuations driven by turbulence in the planetary boundary layer. 

 

 

 

 

 

Figure 9       Time series of synthetic 1-minute Δ data covering a full 24 hour period, reflecting random Gaussian deviates. 

 

 

 

 

 

 

 

Figure 

10      

Fre-

quency distribution of Δ, synthetic random Gaussian deviates. 
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Figure 

11      Frequency distribution from Figure 10, plotted logarithmically. The dashed 

lines show a linear fit to each side of the distribution. 

 

3.6 Synthetic Data Test - Effect of Measurement System Time Constant 

A second test involved production of another synthetic data set of 2,678,400 data points representing each second of a 31 

day month, but this time approximating the statistical properties of the measured air T dataset from Frola et al. (2011), shown 

in the red line in Figure 6 above. Random values were produced within bins of width 0.1 K approximating the logarithmic 

frequencies per bin taken from the October 5-9 m data in Figure 6.  The resultant synthetic air T dataset had the pdf shown 

in Figure 12. 

 

 

 

 

 

 

 

 

Figure 12      Frequency distribution of synthetic air T data, with deviates distributed 

randomly within bins of width 0.1 K to approximate the measured October air T 

pdf of Frola et al. (2011). 

The ordinate θ used by Frola et al. is air T normalised by the variance of the fluctuations. For the synthetic dataset produced 

here the values were all rescaled to approximate actual air T using an assumed variance value of 0.4, derived from the 

January Wagga Wagga dataset by subtracting a sixty-point running mean from each 1-minute value and calculating the 

standard deviation of the resultant 1-minute fluctuations in the deviations from the hourly means.  It is important to 

acknowledge that the purpose here is not to try and objectively reproduce the Wagga Wagga data, but simply to provide a 

plausible, synthetic, 1-second dataset covering a 31 day month in order to investigate the effect of different measurement 

time constants on representations of 1-minute air T data using 1-second recorded values as carried out by the Bureau.  
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This rescaled synthetic dataset representing instantaneous 1-second air T fluctuations was then convolved with eight differ-

ent first-order time constants representing measurement system e-folding response times ranging from 1 to 80 seconds. These 

representations of “measured” data that would result from measurement systems having these eight different time constants 

were then processed in the same manner as the normal Bureau method to yield 44,640 1-minute values for T59. A 1-minute 

(60 second) arithmetic average, Tave centred on T59 was calculated for comparison. 

Figure 13 shows a selection of results for a randomly chosen 180 minute period within the synthetic month of data. The 

Figure compares T59 data from series subjected to four of the different measurement system time constants with the coinci-

dent 60s second average centred on T59, Tave.  It is evident that, as expected, the variability in T59 decreases as time constant 

increases. At a time constant of 40 seconds there is little difference between this smoothed representation of the 1-second 

T59 value and the 60-second arithmetic average centred on T59. A plot of the correlation between T59 and Tave for all eight of 

the time constants tested is shown in Figure 14. 

Figure 13      180 minute comparison of 60-second average tem-

perature, Tave  (orange line) centred on T59 with T59 values from instantaneous datasets subjected to different measurement time 

constants (blue line): upper left, 1 second, upper right, 5 seconds, lower left, 25 seconds, lower right, 40 seconds. Note the 

change of scale in the vertical axis after the first panel. 

 

 

 

 

 

 

 

 

 

Figure 14      Correlation coefficient between 60-second average temperature, 

Tave, centred on T59 and the value of T59, for different values of  measure-

ment time constant applied to synthetic instantaneous 1-second data. 

The Bureau has asserted with regard to its recording of 1-second data rather than 1-minute averages that “each one second 

temperature value is not an instantaneous measurement of the air temperature but an average of the previous 40 to 80 

seconds” (BoM, 2017).  The synthetic data test carried out above strongly supports that assertion. Figure 14 in particular 
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demonstrates that in this test the correlation between T59 and the 60-second average, Tave, is very high for any time constant 

in the range 40 - 80 seconds, sitting at 0.9 for the 40 second time constant. In practical terms those examples reveal no 

significant difference between 1-minute data recorded as either T59 or Tave. 

4. Implications 

The aim here was to identify any difference in air temperature recorded by a Bureau AWS at 1 minute intervals using the 

temperature measured in the last second of the minute, T59, compared with an average temperature obtained taking the mean 

of that value plus the two values of Tmin and Tmax recorded in the minute either side of T59. Frequency distributions of that 

difference, Δ, were determined using data from the Bureau’s Wagga Wagga AWS for January and July 2016. 

Before considering the results it is important to note the important boundary condition that air temperature data are recorded 

and reported to a resolution of 0.1K. Thus any Δ value within the range of 0±0.05K will not lead to any difference between 

the T59 value and the 5-value mean as no value lying within that range would be rounded up or down by 0.1K for reporting 

purposes. Analogously, all values of Δ lying between  +0.05K and +0.15K would be rounded down to +0.1K, and values 

between +0.15K and +0.25K would be rounded up to +0.2 K for reporting purposes. 

In that context, the July 2016 data in Figures 4, 7 and 8 show that there would be minimal difference in moving from 1 

second data to the 5-value average, since only 1.7% of Δ values (less than 1 in 50) lie above +0.05K and 0.5% (only one in 

200) lie below -0.05K (the red lines in Figure 4). The effect even in these very infrequent cases would be limited to a 0.1 K 

difference in recorded temperature, since only 0.027% of these Δ values lie above 0.15K and 0.005% below -0.15K. 

Those statistics are reflected in the low values of standard deviation shown in Figure 8 across the diurnal cycle, close to 

0.02K and well below the 0.05K needed for rounding up or down. Night-time values close to 0.02K are reproduced at 

virtually the same levels in the January standard deviation data as in the July data in Figure 8, so even in mid-summer the 

night-time air temperatures recorded as the last second of each minute or as a 5-value mean would be essentially identical. 

The implication is that Tmin would be unaffected at any time of year by taking the 5-value average rather than the 1-second 

value since Tmin occurs at night-time or very early in the morning when the standard deviation of Δ is close to 0.02K. 

The enhanced variability in Δ through the middle part of the day in summer (Figure 8), suggests a possibility of a systematic 

difference in temperature recorded as a 1-second value compared with a 5-value mean during that part of the day in the 

hottest months. The frequency distribution of Δ for January 2016 (Figure 2) has 6.9% of values in the range 0.05 to 0.15K 

(with just 0.9% higher) and 8.3% of values in the range -0.05 to -0.15K (with just 0.5% lower). These numbers are small. 

However these are a 24 hour average and while variability overnight in Δ is small it is large during the period of maximum 

solar irradiance around midday (Figure 8). Thus a second analysis was done restricted solely to the hour between 12:00 and 

13:00 local time to explore the variability in Δ at the time of maximum daily solar irradiance. The resultant frequency 

distribution is compared with that for all January data in Figure 15. 

The distribution of Δ for the midday hour has 15% of values between  0.05-0.15K and 3% above that level, suggesting that 

just under 1 in 5 of the T59 1-second values at midday may be enhanced by 0.1K by turbulent variability above the comparable 

5-value mean. If this applied to Tmax, on an individual daily basis this could possibly imply a 1 in 5 chance of enhancement 

by ~0.1K. The implication for the climatology of Tmax, which is based on the monthly mean average of daily Tmax values, is 

unclear. The weighted mean effect at the time of maximum hourly variability, 12:00 to 13:00 for the July data, from the 

positive branch of the pdf in Figure 14, is 0.056K. This is marginal in terms of the rounding up requirement for Δ to exceed 

0.05K given that Tmax often occurs somewhat later in the day when variability is less than at midday (Figure 8).  

The interim conclusion is that overnight all year and all day in the cool part of the year the difference between a 1-second 

T59 value and its comparable 5-value mean rarely, if ever, falls outside the range of ±0.05K that necessary for the 1-minute 

value to be rounded up or down by 0.1K. If this were replicated for Tmin all year and for Tmax in the cooler months there 

would be no effect on climatology, as a very rare change by ±0.1K of a daily Tmax of Tmin would not affect discernibly the 

monthly means on which climatology is based, which like all T values also is quantised to 0.1K resolution. 
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Figure 15       Wagga Wagga January 2016. Frequency distribution of Δ, the difference between T59 and the 5-

value T mean centred on T59. Solid line is for the hour 12:00 to 13:00, dashed line for all data, from Figure 2. 

 

However at the time of maximum T variability at noon in midsummer the analysis suggests a marginal possibility that Tmax 

might be impacted to some degree if the T59 result applied to Tmax.: for T59 at midday turbulence led to almost one in five 5 

T59 values sitting >0.05K above the comparable 5-value mean, so would be rounded up 0.1K. It is not clear though that this 

would translate to a significant effect on climatology of Tmax, which is represented by the monthly mean of 30 daily Tmax 

values. To explore this further a third case study was undertaken to consider Tmax and Tmin explicitly, rather than T59. 

One other, more general implication also follows from this work. No matter what form of signal averaging is used to record 

the 1-minute “instantaneous” data as sought by the WMO (the Bureau’s method, the US NWS method, the UKMO method, 

others) the 1-minute data will always exhibit more variability during daytime than at night due to the daytime solar-driven 

boundary layer turbulent kinetic energy: and the enhanced daytime variability will always be largest in summer.  

5. Tmax and Tmin Case Study: September 2017 at Mildura AWS 

This additional case study considers the month of September 2017 at the Bureau’s Mildura AWS (Station #076031). This 

station and month were chosen because of public criticism of the record made in a well-known climate change sceptic blog: 

“The issue of whether temperature measurements from Mildura are legitimate – or not, is relevant to every maximum and 

minimum value recorded at Mildura for the last 21 years”1.  The basis for the criticism is the assertion that the one-second 

Tmax and Tmin values are likely not comparable with 1-minute averages, thereby overstating the maximum and minimum 

values recorded. As noted above the T59 analyses provide no support for this hypothesis in the case of Tmin at any time of 

year. However possibility of a small effect on Tmax in midsummer was identified due to the greatly enhance turbulent varia-

bility in T at the annual maximum of solar irradiance, which drives the midday maximum in turbulent kinetic energy in the 

planetary boundary layer. It is important to note though, that in Section 3.6 it was found that for 1-second measurements 

using a 40 - 80 s time constant T59 already represents a 1-minute arithmetic average, so averaging further such as by taking 

a 5-value mean would not be appropriate. Averaging an average would damp response, making it slower than the WMO’s 

required 1-minute “instantaneous” data. However exploring that point quantitatively is beyond the scope here. 

To investigate directly any difference between 1-second and 1-minute average values for Tmax and Tmin requires averages 

centred on the minute, not centred on the last second of the minute (T59) as in the case of the 5-value means used in previous 

sections. From Figure 1 it is evident that for any minute, i, a 4-value mean centred on that minute can be calculated in 

analogous fashion as the mean of T59i-1, T59i, Tmaxi and Tmini (see Figure 1). 

 
1http://jennifermarohasy.com/2017/09/faux-record-hot-days-including-mildura/ 
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To calculate values of Tmax and Tmin based on that average then requires an estimate of the relevant deviations in T above or 

below that mean, which we can represent by the additional average ±(Tmaxi - Tmini)/2.  We can then define difference values 

Δmax and Δmin as the one-second Tmax and Tmin values minus the calculated values based on the 4-value means plus or minus 

the averaged max/min deviation. The frequency distributions of Δmax and Δmin are shown in Figure 16. 

 

 

 

 

 

 

 

 

 

Figure 16       Mildura September 2017. Frequency distributions of Δmax and Δmin, the differences 

between Tmax (red line) and Tmin (blue line) and the respective the 4-value averages. 

These frequency distributions are very narrow, with only 1.4% of values for each of Tmax and Tmin lying outside the ±0.05K 

boundary that would see the values rounded up or down, or a 1 in 70 occurrence. To test explicitly whether such rare occur-

rences affected the September 2017 monthly climatology at Mildura Table 1 contains the daily values of Tmax and Tmin 

recorded by the Bureau, the comparable calculated values based on the 4-value 1-minute means, and the differences, Δmax 

and Δmin.  While the monthly mean of the 1-minute Tmax values is biased slightly upwards compared with the value calculated 

from the 4-value 1-minute averages (for reasons summarised in the next section), the difference is only 0.021K. The recorded 

monthly mean Tmax is unaffected, with both the Tmax monthly mean of 22.847°C and its 4-value average counterpart of 

22.826°C rounding down to the official  Tmax monthly mean of 22.8°C.  

For Tmin the difference between the monthly average based on 1-second data and that based on the 4-value average is much 

smaller, only six one thousandths of a degree, and both values round up to the same value at the reporting resolution of 0.1K. 

This behaviour was expected based on the earlier T59 analyses that temperature fluctuations in the 1-second data are very 

small overnight in the absence of daytime solar-driven turbulence in the planetary boundary layer. 

One other point can be made with reference to the Tmax value in Table 1 for 23rd September. The Bureau’s identification of 

this value as a new September record stimulated the public criticism asserting the Mildura record to be probably biased high. 

As shown in Table 1 the 1-second Tmax value is slightly higher than the 4-value average for that minute, but not sufficiently 

to change the value of Tmax recorded at the 0.1 K reporting resolution of all temperature data: the calculated Tmax value rounds 

up in both cases to the same value of 37.7 °C recorded by the Bureau, so the reported value is not biased high. 

6. Further Remarks 

The purpose here has been to investigate the difference in 1-minute air temperature values recorded at Bureau AWS sites  

by 1-second measurements, compared with values averaged over the minute. Although the Bureau does not record individual 

1-second values for each minute, it was possible to calculate 5-value averages centred on the last second of each minute 

using that value and the two sets of 1-second Tmax and Tmin values that are recorded during the minute on each side of that 

value. It was also possible to calculate a 4-value average centred in the middle of each minute by taking the minute’s Tmax 

and Tmin values and averaging those with the last second value at each end of that minute.  

These representations of a 1-minute average are similar to the UK Meteorological Office’s use of four measurements per 

minute, at 15 second intervals, for calculation of its 1-minute values (UKMO, 2010). Averaging in this way acts as a very 

simple low-pass smoothing filter that clips some higher frequency variability from the signal. An empirical demonstration 
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of this is provided by the synthetic data test in Section 3.5 in which Gaussian noise with zero mean and standard deviation 

of 0.0800 was generated to mimic one month of 1-second data. This was then processed to produce synthetic 1-minute data 

for T59, Tmax and Tmin for analysis in the same way that the measured January and July 2016 AWS data from Wagga Wagga 

were analysed. The 5-value 1-minute means from the synthetic data returned the same zero mean as the original 1-second 

data, but with standard deviation reduced from 0.0800 to 0.0649. The variable Δ used in the analyses above reflects precisely 

that effect by which extreme components of variability are filtered out by the simple multi-point smoothing filter. 

 

Date Tmax Tmax-calc Δmax Tmin Tmin-calc Δmin 

1 23.0 22.925 0.075 4.2 4.225 -0.025 

2 24.3 24.300 0.000 12.5 12.500 0.000 

3 19.1 19.075 0.025 11.8 11.800 0.000 

4 16.3 16.275 0.025 7.9 7.900 0.000 

5 16.6 16.600 0.000 6.8 6.800 0.000 

6 18.0 18.000 0.000 4.9 4.900 0.000 

7 18.4 18.400 0.000 4.1 4.125 -0.025 

8 17.9 17.825 0.075 5.4 5.400 0.000 

9 17.4 17.400 0.000 1.1 1.100 0.000 

10 21.6 21.600 0.000 2.1 2.100 0.000 

11 28.9 28.900 0.000 9.9 9.925 -0.025 

12 31.2 31.150 0.050 15.2 15.200 0.000 

13 18.6 18.550 0.050 11.0 11.000 0.000 

14 16.3 16.300 0.000 5.0 5.025 -0.025 

15 21.0 20.975 0.025 4.9 4.900 0.000 

16 18.0 17.950 0.050 9.4 9.425 -0.025 

17 22.0 21.925 0.075 1.3 1.300 0.000 

18 27.9 27.875 0.025 8.7 8.700 0.000 

19 17.7 17.675 0.025 4.3 4.275 0.025 

20 22.4 22.400 0.000 4.2 4.200 0.000 

21 30.5 30.500 0.000 9.0 9.000 0.000 

22 32.2 32.200 0.000 7.7 7.725 -0.025 

23 37.7 37.650 0.050 15.2 15.225 -0.025 

24 23.5 23.475 0.025 10.7 10.700 0.000 

25 22.1 22.100 0.000 7.4 7.425 -0.025 

26 26.1 26.125 -0.025 5.5 5.525 -0.025 

27 30.5 30.500 0.000 15.7 15.700 0.000 

28 20.7 20.700 0.000 9.4 9.400 0.000 

29 22.7 22.650 0.050 4.4 4.375 0.025 

30 22.8 22.775 0.025 7.9 7.900 0.000 

Mean 22.847 22.826 0.021 7.587 7.593 -0.006 

Table 1 Comparisons between Tmax ,Tmin  from the Bureau’s public database for Mildura and 

alternative values calculated as 4-value 1 minute means. Note that the Tmin value of 12.5°C for 2 

September is the minimum value for that calendar day 24h period, not the value of 11°C found in the 

monthly summary table on the Bureaus’ web site. The reason is that for this single day the overnight 

minimum, unusually, falls prior to midnight but is recorded for that day because minimums are re-

ported for the  24 hours up to 09:00. However this causes a mismatch on that day for the midnight to 

midnight comparisons being made here. All other Tmax and Tmin values from the 1-minute database 

accord with that web site monthly summary table as all the other Tmin values occur after midnight. 

That the differences between the individual 1-second data and the 4- and 5-value means are small is consistent with the 

Bureau’s statement that the AWS temperature measurement system has time constants built into it that already average out 

air temperature fluctuations on the time scale of seconds, such that “each one second temperature value is not an instanta-

neous measurement of the air temperature but an average of the previous 40 to 80 seconds” (BoM, 2017). The synthetic 

data test in Section 3.6 evaluating the effect of different measurement system time constants strongly supports and affirms 

that statement. Thus, taking a 4-or 5- point average on this type of already smoothed data would not be expected to produce 

big differences, and as found. One possible flow-on implication that is beyond the scope of this work is that such further 

averaging of the Bureau’s already smoothed T59 data might possibly lead to over-damping of measurement system response 

in comparison with the time response of liquid in glass thermometers, in which case the climatological record would be 

biased by too much averaging rather than not enough. 
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7. Summary and Conclusions 

Comparisons were made between 1-minute AWS air temperature data recorded from a single 1-second data point or calcu-

lated as the average of four or five such values recorded in the minute, using data from Wagga Wagga (NSW). At all times 

of day in winter and overnight in all months 1-second values and 4- or 5-point average values did not differ significantly at 

the 0.1K resolution of air temperature data. Thus Tmin values derived either way prove to be equivalent at all times of year.   

For air temperature at midday in midsummer the possibility of a difference at the 0.1K level somewhat less often than one 

minute in five was identified in the January dataset analysed. However translation of this potential difference into an effect 

on climatological data for Tmax in midsummer was unclear, as monthly mean climatological values average over 30 days 

which reduces the effect of occasional individual 0.1K difference on the mean, which also reports at only 0.1K resolution. 

This matter was explored explicitly in a case study for the month of September 2017 at Mildura for which a daily Tmax record 

of 37.7 °C had been reported. A small mean bias of 0.021 K was found in monthly mean Tmax calculated from the daily 1-

second values for Tmax compared with using 4-point averaged 1-minute daily values, but this is too small to affect the reported 

monthly mean. At the reporting resolution of 0.1K both records had the same monthly mean of 22.8°C. Similarly, there was 

no bias in the individual daily Tmax value of 37.7 °C on 23 September 2017, as this also was the same for both records at 

0.1K resolution. For Tmin the negative bias in the monthly mean from the 1-second data was negligibly small compared with 

the 4-point averaged data, -0.006K, consistent with the conclusion reached earlier that overnight T measurements all year 

round are equivalent using either method at a resolution of 0.1K. 

The overall conclusion is that the climatology of air temperature measured by the Bureau’s AWS stations using its existing 

measurement methodology is not at risk of bias by recording a 1-second value to represent 1-minute averages. Given the 

Bureau’s report that “each one second temperature value is not an instantaneous measurement of the air temperature but an 

average of the previous 40 to 80 seconds. This process is comparable to the observation process of an observer using a 

"mercury-in-glass" thermometer” (BoM, 2017) this is unsurprising. The Bureau’s statement connotes a smoothing of atmos-

pheric temperature fluctuations with a measurement system time constant of several tens of seconds, so 1-second data are 

already smoothed at the one minute scale, as required (WMO, 2014). This was confirmed independently by numerical eval-

uation of the role played by measurement system time constant using synthetic air T data, which showed that a measurement 

system with 40 - 80 s e-folding time constant yields data that is very similar to that from a 60 s arithmetic mean. 

Thus applying additional within-minute multi-point smoothing can only have limited effect, as found in the three case studies 

and confirmed independently in the numerical test on synthetic data. Moreover, if such smoothing added additional signal 

damping that slowed AWS time response to less than that of traditional liquid in glass thermometers that would be undesir-

able in terms of historical data record equivalence. Although the conclusions reached here are not equivocal, for complete-

ness the Bureau could consider a field experiment recording data every second to confirm directly that AWS 1-second data 

recorded for each minute are already representative of a once per minute measurement as required by WMO. 
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